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Abstract— Hybrid AC/DC networks are a key technology for
future electrical power systems, due to the increasing number
of converter-based loads and distributed energy resources. In
this paper, we consider the design of control schemes for
hybrid AC/DC networks, focusing especially on the control of
the interlinking converters (ILC(s)). We present two control
schemes: firstly a decentralized algorithm for primary control,
and secondly, a distributed controller for secondary control.
In the primary case, the stability of the controlled system is
proven in a general hybrid AC/DC network which may include
asynchronous AC subsystems. It is shown that power-sharing
across the AC/DC network is significantly improved compared
to previously proposed dual droop control. The distributed
secondary control scheme guarantees the convergence of the
AC system frequencies and the average DC voltage of each DC
subsystem to their nominal values respectively. A prescribed
power-sharing is also achieved. The proposed algorithms are
verified by simulation on a test hybrid AC/DC network in
MATLAB / Simulink.
I. INTRODUCTION
Hybrid AC/DC networks are a key technology for future
electrical power systems. One major reason is the increasing
number of converter-interfaced energy sources and loads. Di-
rect current grids have several advantages [1] over traditional
AC systems: lower power losses, largely due to the absence
of reactive power; higher power transfer capability; and DC
grids can also facilitate the connection of asynchronous AC
grids. However, AC technology is well established and is
more suitable for some applications. Therefore, it is likely
that AC and DC technology will be combined via interlinking
voltage source converters (VSC) to form a hybrid AC/DC
network [2].
Hybrid AC/DC networks present new challenges in terms
of frequency and voltage control [3]. In particular, the control
of the interlinking converter (ILC) is an important challenge
[4] as its operation affects both the AC frequency and the DC
voltage. In this paper, we present new voltage source con-
verter control schemes for the interlinking converters which
are inspired by the controller proposed in [5]. The proposed
controller uses the energy stored in the DC capacitance as
the “inertia” for the emulation of synchronous machines.
We show that this idea can successfully be applied to the
interlinking converter in general hybrid AC/DC networks for
both primary and secondary control, and we show that the
proposed scheme has advantages over previously proposed
ILC controllers.
The paper is organized as follows. Section II presents an
overview of control schemes proposed for hybrid AC/DC
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networks, with special attention to the control of the inter-
linking converter. Section III presents the network model and
formulates the control problem. Our main results are given
in section IV, including the proposed primary controller
in section IV-A and the distributed secondary controller in
section IV-B. The performance of the two controllers is
illustrated via a case study in section V. Finally, conclusions
are presented in section VI.
II. RELATED WORK
Decentralized primary control strategies have significant
advantages over centralized approaches, including: simplic-
ity, plug-and-play capability, and immunity to communica-
tion failure [4]. The most common example, droop control,
is cheap, intuitive, and easy to implement. AC frequency
droop is ubiquitous, while DC voltage droop controllers are
prevalent in the literature as well as in the few industrial
multiterminal DC (MTDC) projects [8]. The DC bus voltage
dynamics are comparable to traditional AC frequency / real
power control, in that an excess of power results in the
MTDC voltages rising, while a shortage causes the MTDC
voltages to decrease.
Therefore, an obvious way to control the interlinking
converter is a dual droop scheme combining the two charac-
teristics in one controller. The DC voltage droop stabilizes
the DC grid and the MTDC systems participate in the
frequency regulation of the connected AC grids [9]. However,
the two droops interact with each other in a way that degrades
their performance, as analyzed by [10], where a modified
droop coefficient was calculated to prioritize the AC-side
performance. Another approach is seen in [11] which uses
receding horizon control to provide a compromise between
AC frequency and DC voltage deviations.
A new idea for the control of the ILCs was proposed in
[2], [12], and [13]. The per-unit values of the AC frequency
and DC voltage are synchronized by controlling the power
transfers with a proportional-integral controller. This allows
the ILC to perform network emulation by relating the AC
frequencies and DC voltages to each other; and power
sharing is then set by the droop coefficients on both the
AC and DC sides. Our proposed method for primary control
has a similar aim; however the proposed controller allows
faster regulation via the energy stored in DC-side capacitance
compared to schemes that directly control the power transfer.
Secondary controllers with communication aim to restore
the frequencies and voltages to their nominal value and
to share power equitably between sources in the AC and
DC subsystems [3]. In [14], a distributed controller for
sharing frequency reserves of asynchronous AC systems via
HVDC was designed. However the DC voltage dynamics
were not modelled. The authors in [15] designed distributed
controllers for distributed frequency control of asynchronous
AC systems connected through a MTDC grid.
In this paper we will show that the use of a novel VSC con-
troller for the interlinking converter allows general AC/DC
networks to be stabilized and optimized and improves the
performance in the primary time-frame compared to previous
schemes. The main contributions of this paper are as follows:
1) We formulate the primary control problem for the
hybrid AC/DC network and propose a controller that
is shown to be applicable to this problem. The stability
of a general hybrid AC/DC network in the presence of
droop-controlled sources is guaranteed while achieving
close to optimal power-sharing.
2) We design a distributed secondary controller for both
the interlinking converters and the sources which guar-
antees the convergence of both the AC system fre-
quencies and the weighted average DC voltage of each
DC subsystem to their nominal values. It furthermore
achieves a prescribed power sharing. We also show
that virtual capacitance in the controller can be used
to adjust the weights and/or improve performance.
III. PROBLEM FORMULATION
A. Network model
We consider a general hybrid AC/DC network with the
set of buses denoted by N = (1, 2, ..., |N |) and the set of
transmission lines by E = (1, 2, ..., |E|). The network is
composed of multiple AC and DC subsystems. We denote
the set of subsystems by K = (1, 2, ..., |K|) and we also
have N = (∪iNdci )∪ (∪jNacj ), where Naci and Ndcj denote
the collection of buses belonging to the AC subsystem i ∈ K
and DC subsystem j ∈ K respectively. Each subsystem is
assumed to be connected and it is connected to the rest of
the network only via an interlinking converter1, as illustrated
in Figure 1. Each AC subsystem i is described by the
connected graph (Naci , E
ac
i ) with arbitrary direction, and
each DC subsystem j by the connected graph (Ndcj , E
dc
j )
with arbitrary direction2. For each bus j ∈ N we use j : i→
j and j : j → k to denote the predecessors and successors of
bus j respectively. For convenience we also define the set of
all AC buses Nac = ∪iNaci and all DC buses Ndc = ∪jNacj ,
such that Nac ∪Ndc = N ; likewise we define the set of all
AC edges Eac = ∪iEaci and all DC edges Edc = ∪jEdcj ,
such that Eac ∪Edc = E. Connections between AC and DC
buses are facilitated by the interlinking converters, the set
of which is denoted by X = (1, 2, ..., |X|). The ILC buses
are denoted by Xacx ∈ Nac and Xdcx ∈ Ndc for the AC and
DC buses, respectively, to which the ILC x is connected.
The set of AC buses to which a converter is connected is
denoted by Xac = (Xac1 , . . . , X
ac
|X|) ⊂ Nac. Similarly, the
1Note that this is without loss of generality since the connection of
two collections of AC buses (or DC buses respectively) may simply be
considered as one larger subsystem.
2The results presented in the paper are unaffected by the choice of
direction.
set of DC buses to which a converter is connected is denoted
by Xdc = (Xdc1 , . . . , X
dc
|X|) ⊂ Ndc.
Fig. 1. AC/DC network diagram.
TABLE I
NOTATION IN SYSTEM MODEL
ωj AC frequency deviation at bus j
ηij voltage angle between two AC buses i and j
Mj inertia at bus j
pGj generated power at bus j
pLj load power at bus j
pXj interlinking converter power transfer at bus j
pij power transfer between buses i and j
Bij transmission line susceptance for (i, j) ∈ Eac
Dj damping coefficient at bus j ∈ Nac \Xac
Cj capacitance at bus j ∈ Ndc
Vj DC voltage deviation at bus j
Gij line conductance for (i, j) ∈ Edc
Assumption 1. We make the following assumptions regard-
ing the network:
• 1a: Bus voltages have a magnitude of 1 p.u. for all
j ∈ Nac.
• 1b: Lines (i, j) ∈ Eac are lossless and are character-
ized by their constant reactances Xij > 0.
• 1c: Reactive power may be ignored as it does not have
a significant effect on either bus voltage angles or the
frequency.
• 1d: The AC system(s) are three-phase balanced.
• 1e: Bus voltages are close to 1 p.u. for all j ∈ Ndc, such
that currents and powers are approximately equivalent
in a per-unit system.
• 1f: Lines (i, j) ∈ Edc are characterized by their con-
ductance Gij = 1Rij , where Rij is the line resistance.
We also assume that line losses are small and may be
neglected.
Remark 1: Assumption 1 may be explained as follows:
• 1a, 1b, 1c, 1d: These are well-known assumptions for
AC transmission systems which are used in much of
the literature, e.g. [16]. These assumptions allow us to
model the active power transfer through a line (i, j) as
pij = Bij sin ηij where Bij = 3X−1ij > 0.
• 1e, 1f: These are also typical assumptions for DC
systems [15].
We also consider the modelling of the interlinking converters,
as illustrated in Fig. 2. The AC-side bus of the interlink-
ing converter has no inertia of its own, however power
imbalances in the AC subsystem lead to a power transfer
through the converter. Note also that this power transfer will
affect the DC-side voltage of the converter. For each bus
j ∈ Xac∪Xdc, we define the power transfer pXj as the power
leaving the bus through the ILC. Hence for a converter bus
j ∈ Xac, the power transfer pXj is the AC-to-DC transfer,
whereas for a converter bus j ∈ Xdc, the power transfer
pXj is the DC-to-AC transfer. We assume that such power
transfers are instantaneous and lossless, hence for an ILC
x we have pXXdcx = −p
X
Xacx
. For simplicity, we assume that
Fig. 2. ILC connection diagram
any generation directly connected to the AC-side bus of the
ILC is frequency-independent. Given these assumptions and
definitions, the hybrid AC/DC network dynamics are:
η˙ij = ωi − ωj , (i, j) ∈ Eac (1a)
Mjω˙j = p
G
j − pLj +
∑
j:i→j
pij −
∑
j:j→k
pjk −Djωj ,
j ∈ Nac \Xac (1b)
0 = pGj − pLj +
∑
j:i→j
pij −
∑
j:j→k
pjk − pXj ,
j ∈ Xac (1c)
Cj V˙j = p
G
j − pLj +
∑
j:i→j
pij −
∑
j:j→k
pjk − pXj ,
j ∈ Ndc (1d)
pij =
{
Bij sin ηij j ∈ Nac
Gij(Vi − Vj) j ∈ Ndc
, (i, j) ∈ E (1e)
We now write the system dynamics in matrix form. The
vector of angle differences is η = [ηij ](i,j)∈Eac , the vector
of AC frequency deviations from its nominal value (50 or
60 Hz) is denoted by ω = [ωj ]j∈Nac , while the vector of
DC voltage deviations from their nominal value is denoted
by V = [Vj ]j∈Ndc . M is the diagonal matrix of the
generator inertias Mj , j ∈ Nac \ Xac, while the damping
coefficients are D = diag([Dj ]j∈Nac\Xac . The frequencies
at the corresponding AC buses are denoted by ωG = [ωj ]j ∈
Nac \ Xac, and the vector of frequencies at the converter
buses is ωX = [ωj ]j∈Xac . The diagonal matrix of the DC
bus capacitances is C = diag([Cj ]j∈Ndc). The vector of
generator powers is denoted by pG = [pGj ]j∈N , the vector
of load powers by pL = [pLj ]j∈N . We also use the notation
pXj = 0 for buses without converters, i.e. j ∈ N\(Xac∪Xdc)
and denote the vector of converter powers by pX = [pXj ]j∈N .
The power transfer vector is defined by pF = [pFj ]j∈N ,
where each pFj =
∑
j:i→j pij −
∑
j:j→k pjk. The matrix A
is the incidence matrix of the graph (Nac, Eac). The system
equations then become:
η˙ = ATω = AT
[
ωG
ωX
]
(2a)Mω˙G0
CV˙
 = pG − pL − pX − pF −
DωG0
0
 (2b)
1) Equilibrium conditions: An equilibrium of the system
in (2) is defined by the following conditions:
0 = ATω = AT
[
ωG
ωX
]
(3a)
0 = pG − pL − pX − pF −
DωG0
0
 (3b)
We assume that there exists some equilibrium point
of (2), and denote such an equilibrium by (η∗, ωG∗, V ∗).
Individual equilibrium values are also denoted by the
superscript asterisk, e.g. η∗ij , ω
G∗
i , and V
∗
j .
Assumption 2. |η∗ij | < pi2 for all (i, j) ∈ Eac.
This assumption is often referred as a security constraint
and is common in the literature for power grid stability
analysis.
B. Control objectives
The control objectives are:
1) Solutions must converge to an equilibrium point.
2) For primary control, AC frequencies and DC voltages
should not deviate significantly from their nominal
values at steady-state.
3) AC frequencies must converge to their nominal values
for secondary control.
4) The power sharing between AC/DC sources should be
optimal.
The last objective may be stated more formally by con-
sidering the minimization of a quadratic cost function [6]:
min
pG
CG =
1
2
(pG)TQpG (4a)
subject to: 1T pG = 1T pL + 1T
DωG0
0
 (4b)
where Q is a diagonal matrix containing the cost co-
efficients for each energy resource, and 1 is the vector
of ones. For convenience we also write the decomposi-
tion of Q into its corresponding AC and DC sources as
Q = diag(Qac, Qdc) where Qac and Qdc are diagonal
matrices containing the cost coefficients for the AC and DC
generators respectively. We define the corresponding entries
in the inverse matrix [Q−1]ii as the reciprocal of Qii if
Qii 6= 0, and zero otherwise. Using the standard method
of Lagrange multipliers as in [6], and defining the vector
pu = [D(ωG)T 0T 0T ]T for convenience, the solution pG∗
to the optimization problem is:
pG∗ =
Q−111T
1TQ−11
(pL + pu) (5)
IV. MAIN RESULTS
In this section we present our main results. The proofs
of the stated theorems have been omitted due to space
constraints but may be found in the extended version of this
paper.
A. Decentralized primary control
We assume the use of power-frequency droop control
for the AC generators and power-voltage droop for the DC
energy resources, i.e.:
pG = −Q−1
[
ω
mV
]
+ pGnom (6)
where Q−1 ≥ 0 is the inverse cost matrix of droop
coefficients, and m > 0 is a constant, and as stated previ-
ously, ω and V are the column vectors of the AC frequency
and DC voltage deviations, respectively. The nominal power
generation pGnom is the power allocation that satisfies (4)
when the frequencies are at their nominal values. The second
control objective (limitation of frequencies and voltages
deviations) may be satisfied by choosing suitably large droop
coefficients in Q−1.
We also introduce a VSC controller which is based on [5].
Let the voltage angle θi at the AC-side output of an ILC x
be given by
θi =
∫
mVj , i.e. the frequency is given by, (7a)
ωi = θ˙i = mVj (7b)
where i ∈ Xacx and j ∈ Xdcx . This relates the AC fre-
quency deviation proportionally to the DC voltage deviation
by a chosen constant m > 0. We assume that the converter
is lossless and that the internal dynamics are sufficiently fast
compared to the network dynamics. In [5] the suggestion is
to set m = ω
nom
V nomdc
where ωnom and V nomdc are the nominal
values of the AC grid frequency and the DC grid voltage.
Since in this paper ωi and Vj are deviations from a nominal
value, other values of m are also possible. Large values of
m result in smaller DC voltage deviations and larger AC
frequency deviations, and in general m = ω
nom
V nomdc
may be too
large for this scheme as frequency deviations are generally
less acceptable than voltage deviations.
Instead of directly controlling the power transfer, (7b)
relates the frequency and voltage within the AC and DC
sides, respectively. Not only does this improve the accuracy
of the power-sharing in the primary time-frame, but a fur-
ther advantage is the fast response to AC disturbances via
capacitive inertia as discussed in [5] and [6]. 3
3In this paper, we take this concept further and use the capacitive inertia
of the entire DC subsystem for frequency support, and also use the inertia
of the AC system to regulate the DC voltage when appropriate.
Theorem 1 (Stability): Consider a dynamical system de-
scribed by equations (1), (2) with the control scheme in (6),
and (7b), and an equilibrium point for which Assumption 2
holds. Then an open neighbourhood S exists about this point
such that all solutions of the states (η, ωG, V ) with initial
conditions in S converge to the set of equilibrium points as
defined in (3).
Theorem 2 (Power sharing): As the line resistances be-
come arbitrarily small, the power sharing of the control
scheme (6), (7b) becomes arbitrarily close to the solution
of the optimization problem (4).
Remark 2: In a practical network there will always be
some small line resistances which affect power sharing
[17]. Nevertheless, if these resistances are small, voltage
disturbances will also be small and the power sharing will
be close to optimal.
Remark 3 (Power sharing in a dual-droop ILC controller
scheme): Consider the dual-droop scheme (8) sometimes
used in the literature for primary control of the ILC,
pXi = K
ω
i ωi −KVj Vj (8)
where Kωi and K
V
j are the respective droop coefficients,
and the power transfer is directly controlled4. It is clear
that (8) is unable to guarantee correct power-sharing for a
disturbance at any arbitrary bus under the same assumptions.
For droop-controlled sources to contribute power in propor-
tion to their droop coefficients, a system-wide synchronizing
variable is required. The proposed controller (7b) achieves
this by relating the AC frequency to the DC voltages. By
contrast, the dual droop controller (8) does not provide such
a relation.
B. Distributed secondary control
In this section we propose a distributed controller inspired
by [6] and [7]. The concept of network emulation can be
carried further with the aid of distributed communication.
Let the average DC voltage deviation of each subsystem k
be represented by the capacitance-weighted average V¯k:
V¯k =
∑
j∈Ndck
CjVj (9)
As in the second distributed MTDC controller proposed
in [7], the DC voltages within each subsystem are either
communicated within the network so as to obtain V¯k (for
small subsystems) or V¯k is obtained via an appropriately fast
distributed approach, such that its dynamics can be decoupled
from the stability analysis in this paper. From (9) we have:
˙¯Vk =
∑
j∈Ndck
Cj V˙j
=
∑
j∈Ndck
(pGj − pLj − pXj + pFj )
(10)
4In practice, the ILC controls the power transfer by varying its output
voltage angle until (8) is satisfied.
The DC branch-flows pFj cancel out within the subsystem,
and we therefore have the following expression which re-
sembles the swing equation:
˙¯Vk =
∑
j∈Ndck
(pGj − pLj − pXj ) (11)
We now introduce the concept of virtual frequency devia-
tion ωˆ which is defined for the entire network as follows:
ωˆj =
{
ωj if j ∈ Nac
mV¯k if j ∈ Ndck
(12)
where k is the DC subsystem to which all nodes in the
associated set Ndck belong. We will denote the vector of
average DC subsystem voltages by V¯ . The converter which
interlinks AC bus i and the DC subsystem k is governed by
ωi = mV¯k (13)
where m > 0 is a positive coefficient. A common approach
to achieve power sharing in secondary control is to introduce
a synchronizing communicating variable ξ, e.g. [6], and
update these values via distributed averaging through an
undirected connected communication graph with Laplacian
L. Then the distributed controllers for the hybrid AC/DC
system are:
τξ ξ˙ = −Lξ −
[
I 0
0 H
]T
Q−1(ωˆ) (14a)
pG = Q−1
[
I 0
0 H
]
ξ (14b)
where τξ is a time constant, ξ is the column vector of the
synchronizing variables ξj , I is the square identity matrix
with dimension |Nac| and Q−1 is the inverse cost coefficient
matrix as before. H is the |Ndc| by |K| connection matrix
which maps the DC nodes to the DC subsystems as follows:
Hjk =
{
1 if j ∈ Ndck
0 otherwise
(15)
Note that it is now sufficient to consider the system with
states (η, ωG, V¯ , ξ), since the local DC voltages are replaced
by V¯ in the corresponding control mechanisms in (12), (13),
(14), in conjunction with the fact that the V¯ dynamics in (10)
have no explicit dependence on V . The DC bus voltages are
weighted by the associated capacitances in order to capture
the dynamics of the physical energy of the subsystem as
follows from (10). An objection might be that buses with low
capacitance could have voltages far from the nominal while
still satisfying V¯k = 0. However, since the DC bus voltages
must still satisfy the power-flow equations, the voltages of
buses with low capacitance will still be close to nominal.
Furthermore, virtual capacitance CVj may easily be added at
any DC source bus j via a derivative term in the DC source
dynamics, e.g.:
pGj = [Q
−1]jjξj − CVj V˙j (16)
Theorem 3 (Stability): Consider the dynamical system de-
scribed in (1),(2) with the control scheme (12), (13), (14) and
an equilibrium point for which Assumptions 2 is satisfied. An
open neighbourhood S exists about this point such that all
trajectories of the states (η, ωG, V¯ , ξ) with initial conditions
in S converge to the set of equilibrium points, which satisfy
ω∗ = 0 and V¯ ∗ = 0.
Theorem 4 (Power sharing): An equilibrium of the system
(2) with the control scheme (12), (13), (14) solves the
optimization problem (4).
V. CASE STUDIES
In order to demonstrate our results, we study a simple hy-
brid AC/DC system in MATLAB / Simulink. The parameters
of the network are given in Table II. We choose, m = 0.1,
(7b) for the ILCs and thus set the droop controllers in Q−1 to
have equivalent gains (40kW/ω, 4kW/V ). Hence the desired
power sharing is equal contributions from all sources. The
topology of the test network is shown in Fig. 1.
TABLE II
HYBRID AC/DC NETWORK PARAMETERS
Description Parameter Value
Bus capacitance C1,C3,C7,C9 5 mF
DC load resistances R1, R3, R7, R9 40 Ω
DC load resistances R2, R8 120 Ω
DC line resistances R12, R89 0.002 Ω
DC line resistances R23, R78 0.01 Ω, 0.02 Ω
Rated DC voltage V ∗dc 400 V
AC line constants Bij 1 S
Rated AC frequency f = ω
2pi
60 Hz
A. Decentralized primary control
Using the controllers (6), (7b) we show that the voltages
and frequencies converge to equilibrium values and that the
power-sharing is close to the optimal values irrespective of
the location of the disturbance. In Fig. 3 we show the AC
frequency and DC voltage response to step disturbances at
time t = 11s and t = 21s. The magnitude of the earlier
disturbance is 4 kW (nominal added demand) located at bus
9 within DC subsystem 2, while the latter disturbance is 4
kW reduced demand at bus 1 within DC subsystem 1. The
voltages and frequencies of both the ILC buses converge to
identical values as expected. Fig. 4 shows that the required
power is shared reasonably accurately. The error is due to
the line resistances of the MTDC network.
B. Distributed control
We also consider the performance of the distributed
controllers (13, 14) under the same conditions. Figs. 5-6
show that the distributed controller successfully regulates
the voltages and frequencies of the hybrid AC/DC network
to their nominal values while guaranteeing exact optimal
power-sharing at steady-state.
VI. CONCLUSION
We have proposed a new method for the control of
interlinking converter(s), used in conjunction with traditional
droop control to guarantee stability and accurate power shar-
ing in a general hybrid AC/DC network. The stability of the
Fig. 3. Frequency and voltage response of the system with decentralized
primary control
Fig. 4. Power-sharing response of the system with decentralized primary
control
Fig. 5. Frequency and voltage response of the system with distributed
control
controlled system was proven and it was shown that power-
sharing across the AC/DC network is significantly improved
compared to dual droop control. A secondary control scheme
has also been proposed that guarantees system stability while
achieving exact optimal power sharing and the returning of
the bus frequencies and the weighted average of DC voltages
to their nominal values. Finally, the proposed algorithms
were verified by simulation.
Fig. 6. Power-sharing response of the system with distributed control
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